COVER (FRAME AND LID)
FORD PMBC—3 PLASTIC

11-1/2" DOUBLE LID
(FORD NO. WA-3LH)

OF SPRINGFIELD WATER

_.uomcmm_z._._._mo_._.<*
DISTRIBUTION SYSTEM

CLARK COUNTY WATER

* FOR REPLACEMENT OF EXISTING METER
BOXES, FORD W3—T OR W3H-T COVER
(FRAME AND LID) MAY BE REQUIRED AS
DIRECTED BY THE UTILITIES DEPARTMENT

MAXIMUM 24"

FOR USE IN THE
(FORD NO. WA-3L) DISTRIBUTION SYSTEM
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48" COVER ON
SERVICE AT

PROPERTY LINE STREET SIDE

BALL VALVE CURB_STOP
3/4" - FORD B-22-333
1" — FORD B-22-444

Yy € 1

18”10 19"

PURCHASED FROM AND
INSTALLED BY THE CITY

PLASTIC METER PIT

20" DIAMETER X 36" TALL

FOR 1" SERVICES A 24”X36" PLASTIC
METER PIT WITH FORD EXT—2
EXTENSION RING MAY BE USED

2x4x6_CONCRETE—
OR BRICK BASE

BLOCKING

FORD ANGLE YOKE BALL VALVE
BA92-323W — 3/4"
BA92-444W — 17

CORPORATION STOP
FORD FB 600-3 — 3/4" EC23 — 3/4”
FORD FB 600—4 — 1 Fo4 — 17

FORD EXPANSION CONNECTION

(‘_ —1/2" NON—METALLIC

SLEEVE, EXTEND BEYOND
SIDEWALK OR TO PROPERTY
LINE (IF REQUIRED)

FORD ANGLE YOKE BALL VALVE
MUST MEET CURRENT PLUMBING CODE

FORD YOKE BAR
Y502 — 5/8"x3/4"
Y504 — 1”

1. CURB STOP, CURB BOX AND METER PIT TO BE LOCATED BETWEEN CURB AND SIDEWALK.

NOTE:

CURB STOP, CURB BOX, & METER PIT CANNOT BE LOCATED IN DRIVEWAY.
2. WATER METER SERVICE FEE MUST BE PAID BEFORE METER WILL BE INSTALLED.

3. WATER METER SETTING MUST BE PROPERLY INSTALLED AND FINAL PLUMBING
COMPLETED BEFORE METER WILL BE INSTALLED AND SERVICE TURNED ON.

4. PLANS FOR LARGER THAN 1” SERVICES MUST BE SUBMITTED FOR APPROVAL.
5. AY. MCDONALD PARTS EQUAL TO FORD MAY BE SUBSTITUTED.

INSPECTION

CITY OF SPRINGFIELD, OHIO
DEPARTMENT OF ENGINEERING

PROPERTY SERVICE
WITH METER
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STANDARD DRAWING WM—1
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